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EMERGENCY NUMBERS 
 

Emergency Services 

 

¶ Western Australian Fire Brigade Service  000 

¶ St Johnôs Ambulance  000 

¶ Western Australia Police Service   000 

Utility Services 

 

¶ Western Power Corporation  13 1351 

¶ Alinta Gas  13 1358 

¶ Water Corporation  13 1375 

¶ Telstra Corporation 

Residential Service 1100 

Business Service 13 2999 

Business & Government Service 13 2255 

Medical 

 

¶ Building First Aider (Name)   

¶ Poisons Information Centre  13 1126 

¶ Psychiatric Emergency Team (PET) 9227 6822 

Hospitals 

 
(Major Emergency Hospitals)

 

¶ Royal Perth 9224 2244 

¶ Sir Charles Gairdner 9346 3333 

¶ Fremantle 9431 3333 

¶ Princess Margaret 9340 8222 

¶ King Edward Memorial 9340 2222 

¶  

Neighbouring Buildings 

Name:  

Address:  

Property Manager:   

Telephone:   

Chief Warden:   

Telephone:   

Name:  

Address:  

Property Manager:  

Telephone:  

Chief Warden:  

Telephone: 



FOREWORD 
 
Colliers International delegates authority to the Dumas House Emergency Control 
Organisation to conduct emergency evacuations when required in the event of an 
emergency and when required in accordance with the Western Australia Occupational 
Safety and Health, Regulations 1996, Article 3.10. 

The contents of this Manual have been prepared for the more common emergency 
conditions arising in the building. 

These procedures seek to achieve the following specific objectives: 

¶ Minimise and eliminate injury or distress through panic, lack of knowledge of 
the building, equipment, alarms, lack of instruction in appropriate actions and 
misunderstanding of procedures. 

¶ Minimise and eliminate injury or distress, by ensuring the Emergency Services 
are informed and building occupants are made aware of the situation. 

The attached Plan and Procedures are to be read by all Dumas House tenants and their 
staff, on receipt, at regular intervals and when any amendments are issued. 

The information contained herein is by no means exhaustive, however if the broad 
guidelines of action, communication and knowledge of procedures are applied then the 
potential hazards of dealing with emergency situations will be minimised. 

These procedures will only be successful if all tenants co-operate with the Emergency 
Control Organisation, whether it is in an emergency, or during practice exercises.  
Tenants must also accept their legal responsibility for training and keeping their staff 
informed and updated on all matters related to these procedures. 

Finally, while all due care and diligence was applied in preparing this Manual, the owner 
and their agents accept no liability for any error or omission contained herein and qualify 
this by stating that these procedures are guidelines which should be adopted by tenants 
in an effort to minimise injury through lack of direction in dealing with emergency 
procedures; and that it is the tenantsô legal responsibility to ensure that their staff are 
fully informed of the proper procedures, and building facilities. 

 
 
 
 
 
 
Colliers International. 
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QUICK FIND INDEX 

SECTION 1: 

 INTRODUCTION  

¶ Legislation 

¶ Instruction 

SECTION 2: 

 BUILDING EMERGENCY FACILITIES AND PROTECTION  

¶ Detection & Communication Systems 

¶ Alarms 

¶ Safety & Security Procedures 

SECTION 3: 

 EMERGENCY CONTROL ORGANISATION (ECO) 

¶ Wardens 

¶ Duties 

RED: 

 EMERGENCIES 

¶ Fire 

¶ Bomb Threat 

¶ Earthquake 

¶ Civil Disorder 

 

¶ Medical 

¶ Armed Holdup 

¶ Building Damage 

¶ Chemical/Gas Leak 

 

SECTION 4: 

 ATTACHMENTS 

¶ Assembly Areas 

¶ Bomb Threat Check List 

¶ Evacuation Check List 

¶ Fire Extinguisher 

Identification Chart 

 

 

¶ Resuscitation Procedure 

Chart 
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GLOSSARY OF TERMS 
 
 
 
 

Alarm System Facilities provided in a building to give an 
alarm of fire or other event. 

  
Alarm Signal A signal given by fire alarm at the Fire 

Indicator Board.  
  
Alert signal An audible or audible and visual signal to 

alert wardens to commence the prescribed 
actions whilst other building occupants 
secure workstation. 

  
Evacuation Signal An audible or audible and visual signal to 

indicate to wardens and building occupants 
that an evacuation is necessary. 

  
Assembly Area A predetermined area where building 

occupants assembly prior to evacuation and 
after an evacuation. 

  
Exit Stairway A fire resisting escape route within the 

building designed to allow safe travel to the 
outside of the building. 

  
Evacuation Assembly Area The final area where building occupants 

assemble following an evacuation. 
  
Emergency Control Organisation A group of occupants who exercise control 

over emergency conditions within the 
building. 

 Consisting of: 
 ¶ Chief Warden & Deputy 
 ¶ Floor Wardens & Deputies 
 ¶ Section Warden & Deputies 
 ¶ Any other Warden 
  
EWIS Emergency Warning and 

Intercommunication System. 
  
Emergency Planning Committee A group of occupants who plan and maintain 

the emergency procedures. 
 It consists of: 

 ¶ Chief Warden & Deputy 
 ¶ Floor Wardens or Deputies 
 ¶ Co-opted specialists. 
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Floor Assembly Area An area set-aside on each floor for 

occupants to assemble at prior to entering 
the exit stairway. 

  
Portable Fire Extinguishers A first attack fire-fighting appliance, which is 

designed to be carried and operated by 
hand. 

  
Fire Hose Reel An assembly designed for permanent 

connection to a water supply and consisting 
of a hose with a shut off nozzle and a hose 
guide.  These are situated at Warden 
Intercommunication Points on each floor. 

  
Master Emergency Communications 
Point (MECP) 

The location within the building from where 
the warning system can be activated and 
from where instructions can be relayed to 
the Warden Intercommunication Points.  
The MECP is on the ground floor (North) 
side of central services core. 

  
Fire Indicator Board A control and indicating panel containing the 

alarm zone facility.  It is the MECP. 
  
Warden Intercommunication  
Point (WIP) 

The location on a floor from which 
instructions can be received or information 
relayed to the MECP.  The WIPôs are 
located adjacent to the Emergency Escape 
stairwells. . 

  
Warden A member of the Emergency Control 

Organisation who assists with building 
control during an incident. 

 



Building Emergency Control Procedures 

REVISED 04 January 2010 â MWA Corporate Security Management 1997 Page 9 

INTRODUCTION 
 

This Emergency Procedure Manual has been designed for the guidance and information 
of the occupants of Dumas House. 

During an emergency, all occupants may have to be evacuated from the building.  
These procedures have been designed to enable the safe evacuation of the occupants 
and it is mandatory that these procedures are actively supported and adopted by all 
tenants and their employees. 

Aims, Objectives and Scope 

The Aims of the Emergency Plan and Evacuation Procedures are: 

¶ To provide an effective means of assessing and communicating the nature and 
potential of an emergency condition as it arises and develops within the 
building. 

¶ To provide a pre-determined and delegated counter action by which to safely 
control the emergency or evacuation responses to a threatening condition. 

 
The Objectives of the Emergency Plan and Evacuation Procedures are: 

¶ To ensure that the orderly and sequential corrective action is initiated without 
delay. 

¶ To eliminate or minimise personal injury or distress to any occupant of the 
building during an emergency condition. 

¶ To eliminate or minimise damage to the building, its services or its contents 
during an emergency condition. 

¶ To restore the normal day-to-day activities of the building as quickly and as 
safely as possible. 

 
The Scope of the Emergency Plan and Evacuation Procedures can be applied to: 

¶ Fire. 

¶ Bomb Threat. 

¶ Earthquake. 

¶ Chemical or Gas incident. 

¶ Storm or Cyclone. 

¶ Any other incident requiring the Emergency Control Organisation response. 
 
Some aspects of the Emergency Plan e.g. Communications, assistance or alerting the 
Permanent Emergency Services etc may also be applicable to emergency conditions 
such as: 

¶ Injury or illness. 

¶ Hold-up. 

¶ Theft. 

¶ Illegal Entry. 
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AUTHORITY 
 

Directions given by Emergency Control Organisation Personnel shall be observed in all 
aspects by all persons on the premises being evacuated and to the extent that if any 
such directions are inconsistent with those given by the management of any tenancy, 
the directions of the Emergency Control Organisation shall prevail.  

ñAUSTRALIAN STANDARD AS3745 Emergency Control Organisation and Procedures 
for Buildingsò. 

REFUSING TO COMPLY WITH WARDENS 
DIRECTIONS 

Should a person refuse to comply with the directions given by a Warden, from the 
Building Emergency Control Organisation: 

¶ Ensure the person has been clearly advised they are required to evacuate the 
building because of an emergency situation. 

¶ Notify the Chief Warden, who will advise the Officer-in-Charge of the attending 
Emergency Service who, at his discretion, may take the appropriate action 
under law to remove the person/s. 
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INSTRUCTION OF EMPLOYEES IN FIRE 

SAFETY 

Persons who are employed to work in any premises should be given adequate 
instruction as to their role in the event of fire. 

It is the responsibility of all Wardens to disseminate emergency documentation, instruct 
and advise staff of the procedures to be taken in the event of an emergency.  
Additionally, occupants should be encouraged to approach their warden for information 
and clarification of procedures. 

In relation to: 

¶ The location and telephone number of the warden; 

¶ The means of escape from the premises in case of an emergency both during 
Business and After hours; 

¶ The location of the Floor Assembly Area; 

¶ The location of the External Assembly Area; 

¶ The location of the Fire Equipment Cupboard; 

¶ Identify the ñALERTò and ñEVACUATIONò signals and state their purpose; 

Dumas HouseEmergency Evacuation Program
        

Staff 
Awareness
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WORKSAFE REGULATIONS 

Fire Precautions 

¶ Where there is risk of fire and an adequate supply of water is not available, a 
person who, in the case of a construction site, is the main contractor or a 
subcontractor or, on the case of any other workplace, is the employer shall 
provide on the site a supply of regularly maintained and efficient fire 
extinguishers of such type and capacity as is suitable for the control of any fire 
likely to arise from the type of work being carried out. 

¶ A person who, in the case of a construction site, is the main contractor or, in 
the case of any other workplace, is the employer shall provide and maintain 
and keep readily for immediate use such fire escapes, appliances and 
equipment as the Commissioner may, after consultation by the commissioner 
with the Chief Officer of Fire Brigades appointed under the Fire Brigade Act 
1942 or an officer authorised by the Chief Officer. 

¶ In all parts of a workplace in which goods or materials which in the event of a 
fire are liable to burn with extreme rapidity or emit poisonous fumes or cause 
explosions, a person who, in the case of a construction site, is the main 
contractor, in the case of any other workplace, is the employer shall display 
safety warning signs prohibiting a person from smoking or lighting or 
introducing a naked flame or any other source of ignition into the those parts of 
the workplace. 

A person who contravenes sub-regulation (1), (2) or (3) or a safety warning sign 
displayed in accordance with sub-regulation (3) commits an offence. 

Emergency evacuation procedure 

¶ A person who in the case of a construction site, is the main contractor or, in the 
case of any other workplace, is the employer shall have an evacuation 
procedure to be followed in the event of a fire or other emergency, and shall 
ensure that employees are familiar with the procedure. 

 

A person who contravenes sub-regulation (1) commits an offence. 
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ROLE OF THE FIRE AND EMERGENCY 

CONSULTANT 

In the event of an emergency, such as an outbreak of fire, panic would develop rapidly.  
The smooth operation of Emergency Procedures can only be achieved if everyone 
(staff and occupants) are thoroughly familiar with what is expected of them. 

It is therefore necessary to institute a system of education and evacuation exercises. 

The Fire and Emergency Consultants for this building are responsible for the design and 
implementation of an emergency procedure, the training and instruction of the personnel 
selected for Warden Duties. 

Every occupant of the building will be advised of the action to be taken in the event of an 
emergency.  Each individual should record names, locations and telephone numbers of 
their Wardens.  Building occupants should be encouraged to approach their Wardens 
for information and clarification of instructions. 

A building Warden register has been drawn up, listing all members of the Emergency 
Control Organisation, Copies of this register have been provided to the Property 
Manager, Chief Warden and Deputy Chief Warden.  This Warden Register is updated 
regularly. 

When requested the Consultants will arrange demonstrations explaining the various 
types of first attack fire equipment, their uses and limitations and the correct methods by 
which they are operated. 

Meetings with all Wardens will be arranged for instruction in all aspects of Emergency 
procedures including the showing of instructional videos. 

Trial evacuations will be held followed by a debriefing session.  The evacuation 
exercises are designed to test the effectiveness of the procedures, rehearse the 
members of the Emergency Control Organisation and to enable tenant managers to 
meet their obligations under Fire and Safety Legislation. 

Tenant Managers are remind of both their lawful and moral obligations to make the time 
available for instruction. 
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BUILDING PROTECTION SYSTEMS 

The building is constructed to the Western Australian Building By-Laws.  Passive fire 
protection is provided by two-(2) hour fire resistance ratings between floors and in 
isolating the fire exit stairways. 

In ascending order the building consists of: 

¶ Lower Basement Plantroom. 

¶ Upper Basement  Government Car Park 

¶ Ground Floor  

¶ Common Floors - 1-13 

¶ Floors 14 (Plant Rooms) 

 

Pedestrian and vehicular access is made from Havelock Street. 

 

Automatic Fire Defence 

The building is provided with fire detection equipment throughout the premises in 
the form of smoke and Thermal detectors and a limited integrated sprinkler 
system within the Basement and Lower basement areas. Additionally, there are 
breakglass (Red) units located in the fire equipment cupboards.  The sprinkler 
system is located at regular intervals throughout Lower Ground and Basement 
areas such as, plant rooms, service areas etc, Smoke detectors are located in the 
passage ways in the vicinity of the emergency exits doors leading to the 
stairwells. 

In the event of a fire, these detectors, breakglass (Red) units and sprinklers within 
(Basement and Lower Basement) will automatically activate an alarm direct to the 
Perth Central Fire Station and consequently call out the fire brigade. 

Manual Fire Defence 

Each floor is serviced by a Hydrant and fire hose reel situated within the Fire 
Equipment Cupboard marked (Fire Equipment) 
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WHAT INSTIGATES AN ALARM? 

When an emergency occurs in your building, an alarm can be raised by: 

¶ Someone witnessing the emergency, and reporting it to the Floor and/or Chief 
Warden. 

¶ Thermal/Smoke detector activating. 

¶ Sprinkler heads discharging. 

¶ Chief Warden manually switching on either the alert or evacuation alarm. 

¶ By calling the Emergency Service, using 000. 

¶ By setting off the EWIS alarm in the ñWhiteò break glass unit. 

¶ By setting off the Fire Alarm in the ñRedò break glass unit. 

NOTE:  To mobilise the Emergency Control Organisation, you must notify the Chief 
Warden. 

The fire brigade responds automatically when: 

¶ A thermal/smoke detector has activated. 

¶ The Breakglass Unit has been activated. 

¶ A sprinkler bulb is broken and water is discharged from the building sprinkler 
system within the Basement areas only. 

OUTSIDE NORMAL WORKING HOURS  

If the ALERT ALARM or EVACUATION ALARM sounds outside normal working hours, 
staff within the building should immediately leave their floor and exit the building via the 
nearest emergency exit stairs and proceed to the designated assembly area. 
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SAFETY & SECURITY  

 

We all have an individual responsibility for not only our own safety, but also the safety 
and security of each other at all times. 

It is a fact that an emergency will definitely happen at the most inconvenient time for not 
only you, but also your business, clients and friends. 

Emergencies take no notice of rank, position, title, education, training, client needs, 
gender or disability.  In some instances there will be extremes of emotion, physical 
reaction, with the possibility of actual, personal, serious injury or death, to one or many 
persons, most of whom will be at least casual acquaintances.   

ñMost Emergencies Are Preventable.ò 

Natural Disasters are rare, most other emergencies can be linked to a combination of 
carelessness, failure to adhere to good work practices faulty equipment, or criminal 
activities.  If we follow some simple personal and business, safety & security practices, 
we can all reduce the risk of an emergency occurring. 
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Safety 

Ensure that we are each individually aware of our personal legal responsibility to follow 
safe work practices. 

Make it a habit to examine every action and identify how we can make it safer. 

Ensure we inform the person responsible about unsafe work practices or faulty 
equipment. 

In our building it is essential that we immediately report: 

 

Poor Lighting, 

Dangerous floor surfaces 

Electrical faults 

Ill fitting doors (especially emergency 
exit doors) 

Stairwells with refuse and materials 
within them. 

Poor audio reception on the intercom 
system. 

External and internal obstructions to 
emergency stairwells. 

Accumulations of volatile flammable 
substances or refuse. 

Broken or missing fire equipment 
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Security 

We do not live in a perfect world, and many physical and psychological injuries have 
occurred through criminals & mentally disturbed  persons within or around the workplace 
using physical, verbal or psychological violence.  The impact of a theft or arson to a 
business is not just the loss of materials, but also the accumulated costs in revenue and 
staff down time for replacement of the equipment and information.   

ñMany business do not recover from these incidents.ò 

If we follow simple procedures we can reduce the risk of this occurring. 

 

Continually assess the physical security 
of our building and office. 

Identify & Report security weaknesses. 

Educate our staff and each other to be 
alert for suspicious persons. 

Maintain the security of all electronic 
codes, keys and passes. (immediately 
report their loss) 

Be alert for impending violent or 
threatening situations.  Have a 
procedure for dealing with these 
situations. 

Lock your office door after hours. 

Do not encourage hawkers and 
salespersons without formal 
appointments. 

Do not demonstrate security systems to 
friends and relatives, unless it is for your 
own safety. 

Have a formal office procedure for 
storing information safely and a recovery 
procedure. 

Do not leave office reception areas 
unattended, even for a short time. 

Do not leave valuable, attractive or 
portable items near public access areas. 

Do not let any person, who is not your 
guest into the building after hours. 
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EMERGENCY CONTROL ORGANISATION 

The Emergency control Organisation is composed of Wardens drawn from occupants of 
the building.  The responsibilities of the emergency Control Organisation, during an 
Emergency, are: 

¶ To conduct an orderly evacuation of the buildingôs occupants to a safe place of 
assembly. 

¶ Assist Staff and Members of the public who require special assistance. 

¶ To assist Emergency Services. 

¶ To operate portable fire fighting equipment in the building, if safe to do so. 

 

The Emergency Control Organisation consists of: 

Chief Warden  (WHITE HELMET) 

Deputy Chief Warden   (WHITE HELMET) 

Communication Officer  (WHITE HELMET) 

Floor Warden  (YELLOW HELMET) 

Wardens  (RED HELMET) 

 

These positions may include trained First Aiders and Security Staff. 

IMPORTANT: It should be clearly understood that the primary duty of wardens is not to 
combat emergencies; but to ensure, as far as practical, the safety of the occupants and 
their orderly evacuation from the danger zone. 
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KNOW YOUR ALARMS 

FIRE ALARM BELL  

  

The FIRE ALARM BELL is mounted outside the building to indicate to the Fire 
Brigade which building is on alarm. 

ALERT ALARM 

 

Beep     B e e p Beep

 

This is a óBeep...Beep...beepô tone and will be broadcast through the public address 
system (maximum 3 minutes). 

(This is not a signal to evacuate, but only a warning for occupants and visitors to take 

necessary action prior to the possibility of having to evacuate the building) 

On hearing the ALERT ALARM, during business hours, all wardens are to proceed 
immediately to the emergency escape ways, pick up the Red Warden telephone and 
await instructions from the Chief Warden. 

Unless otherwise instructed by the Floor Warden or Warden, they should switch off all 
electrical power, collected personal items and proceed to the Floor Assembly the area. 

EVACUATION SIGNAL 

Whoop  Whoop Whoop

 

In the event of the need to evacuate the building an undulating 
óWhoop...Whoop...Whoopô tone signal will be transmitted through the public address 
system.  On hearing this signal, all staff, acting under instructions of Floor Warden 

Wardens, should evacuate the floor via the emergency stairs.  Occupants are not to 

leave the floor assembly area via the lifts. 

NOTE: 

In the event there are no Wardens present after hours or on the weekend, all 
occupants should immediately leave their floor and exit the building via the 
nearest emergency exit stairs and proceed to the designated assembly area. 
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MASTER EMERGENCY CONTROL POINT (MECP) 

The Master Emergency Control Point for emergency control within Dumas House is 
located on the North side of the Ground Floor.  Operations for any emergency in this 
building are controlled from this point by the Chief warden. 

CHIEF WARDEN (WHITE HELMET) 

The Chief Warden during Emergency situations is required to respond immediately to 
the alarm, determine what emergency procedures should be implemented and bring the 
Emergency Control Organisation promptly into operation. 

CHIEF WARDEN/DEPUTY CHIEF WARDEN DUTIES. 

The Chief Wardenôs duty will be to assume control of the occupants of the building, from 
the time that an alarm is given, until the arrival of the emergency services. 

¶ On the alert tone sounding don White Helmet and proceed to the Emergency 
Control Centre.  (The Deputy Chief Warden assists the Chief Warden and 
assumes the Chief Wardens Duties when absent.) 

¶ Switch Emergency Warning Intercom System to MANUAL and determine the 
location of the alarm.  As indicated on the Fire Indicator Board.(F.I.B.) 

¶ Request report from the location where the alarm originated.  As indicated on 
the Fire Indicator Board (F.I.B.) 

¶ Ground all lifts, ensure Fire Brigade has been notified and advise all floor 
wardens of the situation. 

¶ Order evacuation if a fire or other emergency is affecting the safety of the 
tenants utilising the following rule: 
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1. Evacuate the affected floor. 

2. Two (2) floors above and one (1) floor below. 

3. Other floors above and or below if the situation warrants or as directed by 
attending emergency services. 

4. Keep floor wardens informed of the situation. 

5. Receive reports from floor wardens on progress of evacuation. 

6. Liaise with attending emergency services on their arrival and provide all 
relevant information. 

7. Obtain all clear from Officer In Charge of attending emergency service and 
stand down Emergency Control Organisation members on receiving the all 
clear. 

8. Reset all equipment shut down and record details in the logbook. 

 

Should the Chief Warden be unable to remain at the Master Emergency Control Panel, 
due to the nature of the emergency or threat of injury, the Chief Warden will advise all 
floors. 

The Senior Officer from the Fire Brigade, or responding authority, may take over these 
duties on arrival at the building.  The Chief Warden should remain at the Master 
Emergency Control Panel to render assistance as necessary. 
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FLOOR WARDENS (YELLOW HELMET) 

Floor Wardens will be appointed for each floor to carry out the emergency evacuation 
procedures for their floor, generally, as directed by the Chief Warden.  However, Floor 
Wardens have the authority to evacuate their floor if they consider the situation to be life 
threatening. 

FLOOR WARDENSô DUTIES 

On the Alert tone sounding don Yellow Helmet and proceed to the Warden 
Intercommunication Point and lift phone handset.  Ensure Deputy Wardens are present, 
have floor searched for signs of emergency and assemble any disabled persons in a 
safe area. 

Floor Wardens should: 

1. Familiarise themselves thoroughly with their floor and note all exists and 
alternative escape routes. 

2. Know the location of strongrooms, blind passages, toilets, locker rooms, 
obscure floors in which persons could be located. 

3. Know the location of portable fire fighting equipment. 

4. Be familiar with operation of equipment installed to assist in the safe 
evacuation of personnel from the building. 

5. Be aware of any mobility, sight or hearing impaired persons on their floor. 

6. Ensure they know their evacuation route to their assembly area. 

 

NOTE:  A mobility-impaired person is a person with physical, mental or sensory 
impairment either temporary or permanent or who requires assistance during an 
emergency evacuation. 
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If a fire is evident, or when directed by the Chief Warden; 

¶ Determine the nature of the emergency and ensure the alarm has been raised 
by the operation of the fire alarm. 

¶ Evacuate personnel from immediate danger area to a safe location. 

¶ Co-ordinate attack on Fire (if safe to do so). 

¶ Communicate with Chief Warden giving details of; 

 a) present situation 

 b) whether evacuation is warranted. 

¶ If evacuation is required, check all areas including offices, toilets, and other 
areas.  Closing all doors after check. 

¶ Before leaving area report evacuation complete to Chief Warden, then proceed 
to assembly area. 

 

(OTHER THAN AFFECTED AREA) 

When notified of an emergency in the building the Floor Warden of a non-affected area 
will don Yellow Helmet and: 

¶ Proceed immediately to Wardensô Intercommunication Point and await 
instructions from the Chief Warden and then; 

¶ Prepare all personnel for evacuation by assembling at designated Floor 
Assembly Area; 

¶ Check all areas including offices, toilets etc.  Closing all doors after check.; 

¶ Before leaving area report evacuation complete to Chief Warden then proceed 
to assembly area; 
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WARDENS DUTIES (RED HELMETS) 

Wardens will be appointed for each floor to carry out the emergency evacuation 
procedures for their floor, generally, as directed by the Floor Warden. 

WARDEN DUTIES 

On the Alert tone sounding don Red Helmet report immediately to the Warden 
Intercommunication Point and await instructions from the Floor Warden. 

Wardenôs duties may include: 

Assuming control of the floor in the absence of the nominated Floor Warden. 

¶ Stopping occupants from evacuating prematurely. 

¶ Operating communications equipment. 

¶ When directed, notifying all occupants to proceed to the floor assemble area in 
preparation for evacuation. 

¶ When directed, guiding occupants down the emergency exit stairs to the 
assembly area. 

¶ Assisting mobility impaired people. 

¶ Operate Portable Fire Equipment (if safe to do so). 

¶ Searching a floor or area to ensure nobody has been left behind. 

¶ Searching a floor or area for suspicious articles (Bomb Threat Procedures.) 

¶ Ensuring lifts are not used during the evacuation. 

¶ If directed, meet emergency services on arrival at their floor. 

¶ Wardens will be appointed to guide groups of occupants down the emergency 
exit stairs and, if instructed conduct a head count of occupants leaving the 
floor. 
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During an evacuation, wardens should be prepared to: 

¶ Wait until the emergency exit stairs are clear before entering, If congested, wait 
for a few moments and check again. 

¶ Lead the occupants down the stairs, preventing running or lagging behind. 

¶ Provide assistance to any occupant falling or tripping. 

¶ Ensure noise level is kept to a minimum. 

¶ Allow room for Emergency Service Personnel who may also be using the 
emergency exit stairs. 

¶ Prevent any person from re-entering the floor or building, unless authorised by 
the Chief Warden or Officer-in-Charge of the Emergency Services. 

¶ Disallow substances such as food, drinks or lighted cigarettes, which could 
create a hazard, from being taken into emergency exit stairs. 

¶ Permit only non-bulky personal items, such as purses, wallets or handbags, to 
be carried into the emergency exit stairs. 
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MOBILITY IMPAIRED PERSONS 

A mobility-impaired person is a person with physical, mental or sensory impairment, 
either temporary or permanent, who require assistance during an emergency. 

The mobility-impaired person should be guided to the Warden Intercommunication 
Point, handed over to the attending Warden and the Chief Warden notified.  The Chief 
Warden will arrange the evacuate with the responding Emergency Services. 

When all occupants have been evacuated, the mobility-impaired person may be placed 
on the landing in the emergency exit stairs with a Warden, or a responsible person, to 
provide comfort and reassurance.  They will be rescued by the attending emergency 
services. 

 

ON A NON AFFECTED FLOOR 

On the sounding of the ALERT ALARM, mobility impaired employees and visitors, 
should be advised of the alarm and then guided to the Warden Intercommunication 
Point, handed over to the attending Warden.  The Chief Warden is to be notified. 

When all occupants have been evacuated, the mobility-impaired person may be placed 
on the landing in the emergency exit stairs with a Warden, or a responsible person, to 
provide comfort and reassurance.  They will be rescued by the attending emergency 
services. 
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CAR PARK ATTENDANT 

The car park attendant, under the direction of the Chief Warden or Deputy Chief 
Warden, shall control any emergency or evacuation that occurs in the car park. 

On receipt of advice of any emergency, the car park attendant on the car-parking floor 
where emergency occurs is to : 

¶ Instruct suitable-personnel, if available and safe to do so, to operate fire 
extinguishers or hose reels and other people to stand clear. 

¶ Advise Chief Warden (if not already done so) and take charge of immediate 
situation, 

¶ Control the movement of vehicles under the direction of the Chief Warden 
and/or Fire Brigade. 

¶ Evacuate all people from the car park at the direction of the Chief Warden. 

 

Movement of Vehicles 

The evacuation of vehicles from the building may be undertaken after the evacuation of 
personnel, subject to the consent of the Chief Warden and the Officer in Charge of 
Police. 

The movement of vehicles in and out of the building during an emergency will vary 
according to the type of seriousness of the emergency.  However, until the type of 
emergency is established, there should be no movement of vehicles in or out of the car 
park. 

The Chief Warden will advise what movement of vehicles may be permitted. 

 

Car Park 

During a bomb threat, a search may be undertaken.  If a device is found in the car park 
or a threat indicates a device has been left in a car park, the Chief Warden should: 

¶ Ensure Police are notified and other Emergency services if required. 

¶ Ensure vehicle and pedestrian access is restricted to the responding 
Emergency Services. 

¶ If necessary, commence evacuation of the Building. 

¶ Until advised by appropriate Emergency Service, no vehicle or persons can re-
enter the car park. 

 

NOTE:  In a bomb threat situation, DO NOT use mobile phones or two-way radios. 
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SWITCHBOARD OPERATOR INSTRUCTIONS 

Do not panic.  Keep the caller on the line as long as possible and record the personôs 
comments word by word. 

The recipient of a Bomb Threat call must leave the telephone off the hook, go to another 
telephone service and contact the West Australian Police on 9222 1111, report the 
threat and request the call to be traced.  óDO NOT REPLACE THE RECEIVER UNTIL 
REQUESTED BY THE DUTY INSPECTOR, POLICE OPERATIONS. 

¶ Advise the Floor Warden, Chief Warden and Manager of the call and what the 
caller said, along with what actions were implemented. 

¶ Obtain and complete a Bomb Threat Call Checklist Form. 

¶ Wait until directed by the Chief Warden to leave. 

¶ At this stage, care should be taken to avoid undue publicity of the threat.  This 
is to reduce panic or confusion from an unidentified hazard. 

Attempt to determine the following: 

Ý Where is the bomb? 

Ý When will it go off? 

Ý Why was the bomb placed in this building? 

Ý What does it look like? 

Ý How can it be set off? 

Ý What is your name? 

Listen carefully for background noises, speech mannerisms, accent, etc. which might 
give a clue to the age, sex and location of the caller. 

 

NOTE: A copy of the Bomb Threat Checklist Form is contained in Section 5 
(attachments) of this manual. 

 



Building Emergency Control Procedures 

REVISED 04 January 2010 â MWA Corporate Security Management 1997 Page 30 

LIFTS 

Lifts are powered directly from the main switch rooms. 

Lifts will function between floors in the normal manner should an ñalertò condition occur. 

 

Business Hours 

Upon an emergency alarm being activated during business hours, the Chief 
Warden will call the lifts to the ground floor. 

Occupants in the lifts at the time of emergency will proceed to the Ground Floor 
where the lifts will be immobilised and then proceed to the Assembly Area. 

Lifts are not to be used for evacuation during an emergency. 

Within each lift is a telephone to automatically call for assistance in an 
emergency. 

 

After Hours 

The lifts will not automatically go to the ground floor.  It is therefore paramount 

that the lifts are not used after hours when the ALERT OR EVACUATION 
ALARMS are operating. 
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ALL CLEAR DECISION 

The Chief Warden will be advised when the building is safe to enter by the relevant 
Emergency Services depending on the extent and type of emergency. 

 

Return to the Building 

Occupants gathered at their assembly area will be advised to return to the 
building by the Chief Warden or his or her representative. 

The main entrances will be used for the return to the building. 

Lifts can be used for the return of occupants to work areas. 

 

Emergency Services 

Any emergency arising within the building will be attended by the appropriate 
Emergency Service. 

In most emergencies, there will be a least three emergency services involved: 

¶ Police 

¶ Fire Brigade 

¶ Ambulance Service 
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FIRE RELATED EMERGENCIES 
 

FIRE PROCEDURES FOR WARDENS 

Upon the outbreak of fire or the presence of smoke being reported to you, immediately 
take the following action: 

1. Ensure someone has notified the Fire Brigade and Chief Warden.  If this has 
not been done, direct a staff member to do so. 

2. Investigate the fire/smell of smoke and assess as : 

¶ Minor fire  (initially evacuation not required) 

¶ Major fire  (immediate evacuation). 

IF IN DOUBT, COMMENCE EVACUATION! 

 

MINOR FIRE 

A fire is deemed to be ñminor fireò if: 

¶ The building sprinkler system is not operating. 

¶ The fire is not severe or the smoke widespread. 

¶ It is considered safe to commence fire fighting actions, and  

¶ No life threatening conditions prevail. 

 

MAJOR FIRE 

Commence evacuation of floor and notify the Chief Warden accordingly. 

 

OUTSIDE NORMAL WORKING HOURS 

If the ALERT ALARM or EVACUATION ALARM sounds outside normal working hours, 
staff working in the building are to immediately leave their floor and exit the building via 
emergency exit stairs. 

 

NOTE: Do not use the Lifts during an Alert or an Evacuation Alarm 

 


